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8"

NOTES TO DESIGNER:

1. NO STRAIGHT PIPE UPSTREAM AND DOWNSTREAM OF HYDROMETER IS REQUIRED.

2. RECOMMEND INSTALLING AIR/ VACUUM RELIEF VALVE PRIOR TO METER, EVERY 1500 FEET AND AT END OF

RUNS. INSTALL AS INDICATED PER NETAFIM DETAIL D274.

3. THE INSTALLATION OF AN ISOLATION VALVE UPSTREAM OF THE HYDROMETER IS RECOMMENDED.

4. ALL THREADED CONNECTIONS SHALL RECEIVE TEFLON TAPE PER TAPE MANUFACTURERS RECOMMENDATIONS.

1. FINISH GRADE.

2. 24" X 36" VAULT

3. 8" HYDROMETER

4. VAULT EXTENSION (AS NEEDED)

5. 8" PVC FLANGE

6. 8" PVC PIPE

7. CONCRETE FOOTING

8. 1/2" CRUSHED GRAVEL

9. CONCRETE PAVER
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