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1. 2"-3" MULCH LAYER PER PLAN WHERE OCCURS

2. FINISHED GRADE.

3. AMENDED SOIL REMOVED, STOCKPILED & REPLACED POST

TUBING INSTALL. 2"-3" FOR DG & 4"-6" FOR MULCH.

4. NETAFIM TECHLINE HCVXR DRIP TUBING

5. RIPPED/TILLED & AMENDED SUB-GRADE PER AGRONOMIC SOILS

REPORT TO A DEPTH OF 10"-12"

6. 3"-4" DECOMPOSED GRANITE PER PLAN WHERE OCCURS
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2

4"-6"

2"-3"

*

* REFER TO PLANS FOR TUBING SPACING

LEGEND

1. RECOMMENDED MINIMUM

FILTRATION: 120 MESH

2. PRESSURE AT FLUSH VALVE SHALL

BE MIN 21.8 PSI

3. HIGH CHECK VALVE (MAX 8.5' OF

WATER (ELEVATION CHANGE))

4. REFER TO MAXIMUM LENGTH OF A

SINGLE LATERAL CHART

NOTE:

NOT TO SCALE
DETAIL - H114
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